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	FOLLOW-UP ON PREVIOUS REPORTS



	News Media
	Disconnected Alarms.  The newspaper article reported that alarms used to detect the presence of chlorine had been disconnected in the Chlorine 1 Building because of repeated nuisance trips.  We confirmed that alarms were disconnected.  However, the alarm
	Supervision.  It was reported in the news article that the Chlorine 1 Building had been left unattended.  Due to the serious and sensitive nature of the operations at this location, WASA required this building to be manned 24 hours a day.  In discussions
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	OIG MAR 00-A-09, dated April 28, 2000
	D.C. Fire and EMS Report of Violations



	On June 17, 1999, WASA filed its Tri-Annual Risk Management Plan with EPA. Under a section titled Emergency Response Program, WASA reported they had a detailed Emergency Response Plan.  Additionally, the report stated that the plan was reviewed and updat
	Management Maintenance System
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